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DESCRIPTION

\TO PNL 220A-25

2§12 & 1§12 GRD

[ Pty |

| | AA-30U
3 (6] MOD 41
®

(E) BELLS (8), NORTHEAST

FLUORESCENT FIXTURE, 2'<2', gz) F40/U/8
LAMPS, ELECTRONIC
D e PCoULAR PARABOLIS LEXS.

® FLUORESCENT FIXTURE, 2'x4", 120 VOLT (2) | SURFACE
T-8 LAWFS, ELECTRON 8 Cell
3 DEEP SEMI-SPECULAR PARABOLIC LENS.
FLUORESCENT FIXIURE, 2t 120 vor(rﬁl_) RECESSED
T8 LANPS, ELECTRON
T S CPEIIAR  DARABOLIG LENs.
FUUORESCENT FIURE, 1k, 120 VOLT (1) | SuRFace
T8 LAMPS, ELECTRON
| T M CPEIAR  DARABOLIG LENs:
H:
SURFACE

@ @ ©

FLUORESCENT FIXTURE, 2'x2’, 120 VOLT,
F40/U/6 LAMPS, ELECTRONIC BALLAST,

RECESSED

() FOR STROBE LIGHTS CONNECTION SEE DETAL 2/E-1.

®® Jﬁleogor

OCCUPANCY SENSOR

WIRE/RACEWAY(S): "HOMERUN', uuﬂz
SEPARATE NEUTRAL FOR EACH CIRCU
mmmmvmnnn:/rcmc
EXIT SIGN, LLUMINATED, SINGLE FAGE

EXIT SIGN, ILLUMINATED, SINGLE FACE WITH DIRECTION
ARROW

&

EXIT SIGN, ILLUMINATED, DOUBLE FACE WITH DIRECTION
ARROWS

FIRE ALARM BELL
EMERGENCY LIGHT, 2 LAMPS
PA. SYSTEN SPEAKER
SMOKE DETECTOR

STROBE LIGHT
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:

NEW 2'x4’ & 2'x2' RECESSED FLUOURESCENT LIGHT FIXTURE

HT.= +7'-6° ABV. FIN. FLOOR

NEW 1°x4" PENDANT-HUNG FLUOURESCENT
MOUNTING HT.= +7°-6" ABV. FIN. FLOOR

NEW RECESSED DOWN LIGHT FIXTURE

LIGHT FIXTURE

NEW HVAC SUPPLY AR DIFFUSER. SEE MECH. DWGS.

NEW HVAC RETURN AR GRILLE. SEE MECH. DWGS.

o HD

SEE MECH. DWGS.

Iﬂ!l"ilﬂ PENDANT-HUNG FLUOURESCENT LIGHT FIXTURE

NEW FIRE SPRINKLER HEAD. LOCATE IN CENTER OF CELING TILE, U.ON.
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OFFICE MODIFICATIONS—PHASE 4 e
FLOOR PLAN-LIGHTING
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